Continuity Bonding across Butterfly Valve or Horiz. Gate Valve
Standard Installation Detail
City of Cedar Rapids, IA

Concrete Slab
Concrete M.H.

Plan View - Gate Valve

Plan View - Butterfly Valve

Epoxy-Coated Iron Valve Body

Insulated Copper Bond Cables
(See Fig. # CR 5910.103 for qty. and sizes required by pipe diameter)

Exothermic Weld
Pipe Connections
(See Fig. # CR 5910.108)

Insulated Copper Bond Cables
(See Fig. # CR 5910.103 for qty. and sizes required by pipe diameter)

Epoxy-Coated Iron Valve Body

Exothermic Weld
Pipe Connections
(See Fig. # CR 5910.108)